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1.	ACCEPTANCE CONDITIONS: ACCEPTANCE CONDITIONS: A.	THIS PROJECT IS ACCEPTED BY THE CITY OF TUCSON WATER DEPARTMENT FOR THIS PROJECT IS ACCEPTED BY THE CITY OF TUCSON WATER DEPARTMENT FOR SUBSTANTIAL CONCURRENCE WITH STANDARD SPECIFICATIONS AND DETAILS. B.	ACCEPTANCE OF THESE PLANS IS VALID FOR 2 YEARS AFTER THE DATE OF THE ACCEPTANCE OF THESE PLANS IS VALID FOR 2 YEARS AFTER THE DATE OF THE SIGNATURE. C.	THE WARRANTEE AND GUARANTEE DURATION FOR ALL WATER WORK ON THIS THE WARRANTEE AND GUARANTEE DURATION FOR ALL WATER WORK ON THIS PROJECT SHALL BE TWO (2) YEARS COMMENCING ON THE DATE OF FINAL ACCEPTANCE OF THE ROADWAY AGENCY IMPROVEMENTS PROJECT. 2.	CURRENT STANDARDS: CURRENT STANDARDS: WATER SYSTEM MODIFICATION CONSTRUCTION WORK SHALL CONFORM TO THE FOLLOWING STANDARDS AND SPECIAL PROVISIONS: A.	THE PIMA COUNTY/CITY OF TUCSON STANDARD SPECIFICATIONS FOR PUBLIC THE PIMA COUNTY/CITY OF TUCSON STANDARD SPECIFICATIONS FOR PUBLIC IMPROVEMENTS, 2003 EDITION.  STANDARD DETAILS SHALL REFER TO THE STANDARD DETAIL DRAWINGS OF TUCSON WATER'S STANDARD SPECIFICATIONS AND DETAILS MANUAL, 2011 EDITION. B.	THE WATER SYSTEM MODIFICATIONS SPECIAL PROVISIONS FOR THIS PROJECT. THE WATER SYSTEM MODIFICATIONS SPECIAL PROVISIONS FOR THIS PROJECT. 3.	WATER SYSTEM MODIFICATION PRE CONSTRUCTION PROCEDURE: WATER SYSTEM MODIFICATION PRE CONSTRUCTION PROCEDURE: A.	THE CONTRACTOR SHALL CONTACT THE CITY OF TUCSON WATER DEPARTMENT, THE CONTRACTOR SHALL CONTACT THE CITY OF TUCSON WATER DEPARTMENT, CONSTRUCTION SECTION (791-2665), A MINIMUM OF FIVE (5) CALENDAR DAYS PRIOR TO ANY WATER WORK.  THE CONTRACTOR SHALL REFER TO THE CITY OF TUCSON WATER DEPARTMENT PLAN NO. _________________. B.	THE CITY OF TUCSON WATER DEPARTMENT CONSTRUCTION SECTION WILL THE CITY OF TUCSON WATER DEPARTMENT CONSTRUCTION SECTION WILL SCHEDULE THE TIME AND PLACE FOR THE MEETING. C.	NO WATER SYSTEM CONSTRUCTION SHALL BEGIN UNTIL A "NOTICE TO PROCEED" NO WATER SYSTEM CONSTRUCTION SHALL BEGIN UNTIL A "NOTICE TO PROCEED" HAD BEEN ISSUED BY THE CITY OF TUCSON WATER DEPARTMENT. D.	ANY WATER WORK INSTALLED PRIOR TO THE NOTICE TO PROCEED DATE SHALL ANY WATER WORK INSTALLED PRIOR TO THE NOTICE TO PROCEED DATE SHALL BE REMOVED BY THE CONTRACTOR AT THE CONTRACTOR'S EXPENSE. 4.	SHUT DOWN OF TRANSMISSION MAINS: SHUT DOWN OF TRANSMISSION MAINS: A.	CONSTRUCTION ON THE ____ INCH (____") MAIN(S) SHALL TAKE PLACE ONLY CONSTRUCTION ON THE ____ INCH (____") MAIN(S) SHALL TAKE PLACE ONLY IN THE OFF PEAK SEASON BETWEEN OCTOBER 1 AND MARCH 30. B.	THE CONTRACTOR SHALL BE ALLOWED A MAXIMUM OF ____ (____) CALENDAR THE CONTRACTOR SHALL BE ALLOWED A MAXIMUM OF ____ (____) CALENDAR DAYS DOWN TIME FOR ANY ONE SHUT-DOWN. C.	MULTIPLE SHUT-DOWNS WILL BE ALLOWED WITH A MINIMUM OF ____ (____) MULTIPLE SHUT-DOWNS WILL BE ALLOWED WITH A MINIMUM OF ____ (____) CALENDAR DAYS BETWEEN SHUT-DOWNS. 5.	DIMENSIONS, SLOPES AND GRADES: DIMENSIONS, SLOPES AND GRADES: ALL DIMENSIONS, SLOPES AND GRADES OF EXISTING WATER LINES ARE TAKEN FROM "AS BUILT" DRAWINGS.  IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE EXACT INFORMATION BEFORE ORDERING ANY SPECIAL FITTINGS OR EQUIPMENT. 6.	SHUT DOWN OF DISTRIBUTION MAINS: SHUT DOWN OF DISTRIBUTION MAINS: SHUT-DOWN OF THE EXISTING WATER SYSTEM REQUIRING THE OPERATION OF TUCSON WATER VALVES SHALL BE COORDINATED THROUGH A CITY OF TUCSON WATER DEPARTMENT CONSTRUCTION INSPECTOR A MINIMUM OF FIVE (5) CALENDAR DAYS IN ADVANCE. 7.	DEPTH OF NEW WATER MAINS: DEPTH OF NEW WATER MAINS: A.	NEW WATER MAINS SHALL BE INSTALLED AT A MINIMUM OF DEPTH OF THREE NEW WATER MAINS SHALL BE INSTALLED AT A MINIMUM OF DEPTH OF THREE FEET (3.0') FROM THE BOTTOM OF ANY EXCAVATION OR SCARIFICATION TO THE TOP OF THE NEW PIPE.  THIS DEPTH SHALL BE MAINTAINED FOR FIVE FEET (5.0') BEYOND ANY EXCAVATION, MEASURED PERPENDICULAR TO THE PROPOSED STRUCTURE OR EDGE OF THE PROPOSED ROADWAY. B.	IN NO CASE SHALL NEW WATER MAINS BE INSTALLED IN LESS THAN THREE AND IN NO CASE SHALL NEW WATER MAINS BE INSTALLED IN LESS THAN THREE AND SIXTY SEVEN HUNDREDTHS OF A FOOT (3.67') DEEP FROM THE FINISHED GRADE TO THE TOP OF THE NEW PIPE. C.	THESE MINIMUMS SHALL APPLY TO ALL WATER MAINS UNLESS OTHERWISE NOTED THESE MINIMUMS SHALL APPLY TO ALL WATER MAINS UNLESS OTHERWISE NOTED ON THE PLANS. 8.	DEPTH OF NEW SERVICE LINES: DEPTH OF NEW SERVICE LINES: A.	NEW SERVICE LINES, TWO INCH (2") AND SMALLER, SHALL BE INSTALLED AT A NEW SERVICE LINES, TWO INCH (2") AND SMALLER, SHALL BE INSTALLED AT A MINIMUM DEPTH OF TWO FEET (2.0') FROM THE BOTTOM OF ANY EXCAVATION OR SCARIFICATION TO THE TOP OF THE NEW SERVICE LINE.  THIS DEPTH SHALL BE MAINTAINED FOR FIVE FEET (5.0') BEYOND ANY EXCAVATION, MEASURED PERPENDICULAR TO THE PROPOSED STRUCTURE OR EDGE OF THE PROPOSED ROADWAY. B.	IN NO CASE SHALL NEW SERVICE LINES BE INSTALLED LESS THAN THREE FEET IN NO CASE SHALL NEW SERVICE LINES BE INSTALLED LESS THAN THREE FEET (3.0') DEEP FROM THE FINISHED GRADE TO THE TOP OF THE NEW SERVICE LINE. C.	THESE MINIMUMS SHALL APPLY TO ALL SERVICE LINES UNLESS OTHERWISE THESE MINIMUMS SHALL APPLY TO ALL SERVICE LINES UNLESS OTHERWISE NOTED ON THE PLANS. 9.	WATER METERS AND METER BOXES: WATER METERS AND METER BOXES: THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL WATER METERS AND METER BOXES IN THE CONSTRUCTION AREA.  THIS WILL INCLUDE BUT NOT BE LIMITED TO: A.	REMOVAL OF EXISTING METERS, REPLACEMENT COORDINATION AND INSTALLATION REMOVAL OF EXISTING METERS, REPLACEMENT COORDINATION AND INSTALLATION OF THE NEW AUTOMATIC METER READING (AMR) WATER METERS. B.	DURING THIS OPERATION, EXISTING METERS SHALL BE TAGGED WITH THE DURING THIS OPERATION, EXISTING METERS SHALL BE TAGGED WITH THE CORRECT ADDRESS AND RETURNED TO TUCSON WATER.  ALL EXISTING WATER METERS THAT ARE TO BE RELOCATED AS PART OF THIS PROJECT THAT ARE NOT ALREADY AUTOMATED ARE TO BE REPLACED WITH AMR TYPE METERS AT LOCATIONS/ADDRESSES SPECIFIED ON THE PLANS. C.	PROTECTION OF METERS AT ALL TIMES. THE CONTRACTOR SHALL TAKE PROTECTION OF METERS AT ALL TIMES. THE CONTRACTOR SHALL TAKE PRECAUTIONS TO AVOID ANY DAMAGE TO METERS.  THE CONTRACTOR SHALL PROVIDE FOR THEIR SAFE STORAGE AND THE PROPER EQUIPMENT FOR THEIR HANDLING. D.	ACCESS TO METERS.  THE CONTRACTOR SHALL MAINTAIN ACCESS TO ALL ACCESS TO METERS.  THE CONTRACTOR SHALL MAINTAIN ACCESS TO ALL IN-SERVICE METERS DURING CONSTRUCTION.  AT THE CLOSE OF THE PROJECT THE CONTRACTOR SHALL ENSURE THAT ALL METERS ARE LEFT ACCESSIBLE AND THAT ALL METER BOXES ARE ADJUSTED TO FINAL GRADE. E.	TUCSON WATER SHALL SUPPLY ALL NEW AMR WATER METERS TO BE INSTALLED TUCSON WATER SHALL SUPPLY ALL NEW AMR WATER METERS TO BE INSTALLED AS PART OF THIS PROJECT. 10.	FIRE PROTECTION SHUT DOWN: FIRE PROTECTION SHUT DOWN: FIVE (5) WORKING DAYS PRIOR TO SHUT-DOWN OF ANY FIRE HYDRANTS OR FIRE PROTECTION SERVICE LINES THE CONTRACTOR SHALL PROVIDE THE CITY OF TUCSON WATER DEPARTMENT CONSTRUCTION INSPECTOR WITH A WRITTEN REPORT INDICATING THE LOCATION AND DURATION OF ANY FIRE HYDRANT OR FIRE PROTECTION SERVICE SHUT-DOWNS.  THE CONTRACTOR SHALL NOTIFY THE CITY OF TUCSON WATER DEPARTMENT CONSTRUCTION INSPECTOR WHEN FIRE HYDRANTS OR FIRE PROTECTION SERVICES ARE BACK IN SERVICE. 11.	MAINTAIN SERVICE TO CUSTOMERS: MAINTAIN SERVICE TO CUSTOMERS: THE CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING SERVICE TO ALL WATER CUSTOMERS DURING CONSTRUCTION. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE WHICH SERVICES WILL BE AFFECTED BY THIS PROJECT. IT MAY BE NECESSARY TO ACCOMPLISH TIE-OVERS, RE-CONNECTIONS ETC. WHILE BUSINESS CUSTOMERS ARE CLOSED. IF INTERRUPTIONS OF SERVICE IS UNAVOIDABLE, THE CONTRACTOR SHALL NOTIFY THE WATER INSPECTOR A MINIMUM OF FIVE (5) WORKING DAYS IN ADVANCE TO COORDINATE SHUT-DOWNS.  EVERY EFFORT SHALL BE MADE TO MINIMIZE DISRUPTION TO THE CUSTOMER. IF THE CONTRACTOR CHOOSES TO ABANDON ANY PORTION OF THE EXISTING WATER SUPPLY SYSTEM WITHOUT CONCURRENT NEW CONSTRUCTION AS CALLED FOR ON THE PLANS, THE CONTRACTOR SHALL PROVIDE ANY AND ALL MATERIALS AND CONSTRUCTION OF A TEMPORARY OR PERMANENT WATER SYSTEM TO MAINTAIN CONTINUED WATER SERVICE TO CUSTOMERS AT NO ADDITIONAL COST. 12.	SPECIAL USE WATER PERMITS: SPECIAL USE WATER PERMITS: PRIOR TO COMMENCING WORK, THE CONTRACTOR SHALL APPLY FOR TWO (2) SPECIAL WATER USE PERMITS FROM THE CITY OF TUCSON WATER DEPARTMENT COMMERCIAL SECTION. A.	CONSTRUCTION WATER SPECIAL PERMIT: CONSTRUCTION WATER SPECIAL PERMIT: THERE WILL BE NO CHARGE FOR THIS PERMIT, BUT THE CONTRACTOR MUST PAY THE SUM OF $__________ PLUS TAX AS THE ESTIMATED COST OF THE WATER TO BE USED.  THIS MATER MAY ONLY BE USED FOR TRENCH SETTLING, DISINFECTION AND TESTING. B.	METERED FIRE HYDRANT ONLY PERMIT: METERED FIRE HYDRANT ONLY PERMIT: THIS NON-TRANSFERABLE PERMIT WILL ENTITLE THE CONTRACTOR TO USE WATER THROUGH A METER FROM EXISTING FIRE HYDRANTS AT APPROVED LOCATIONS.  WATER USED UNDER THIS PERMIT IS FOR GENERAL CONSTRUCTION PURPOSES SUCH AS DUST CONTROL, SITE PREPARATION ETC. 13.	NEW MATERIAL: NEW MATERIAL: ALL MATERIALS, FITTINGS AND APPURTENANCES CALLED FOR ON THE PLANS, OR REQUIRED FOR A COMPLETE INSTALLATION, SHALL BE NEW.  NO REFURBISHED ITEMS OR MATERIALS WILL BE ALLOWED. 14.	VALVE BOXES: VALVE BOXES: THE CONTRACTOR SHALL BE RESPONSIBLE FOR ADJUSTING ALL NEW AND EXISTING WATER VALVE BOXES TO FINISHED GRADE PER SD-300. 15.	JOINT RESTRAINT: JOINT RESTRAINT: THE CONTRACTOR SHALL USE MECHANICALLY RESTRAINED JOINTS AT ALL CHANGES OF DIRECTION IN THE WATER MAINS.  THE LENGTHS OF RESTRAINED PIPE ON BOTH SIDES OF THE RESTRAINED JOINT SHALL BE AS CALLED FOR ON THE PLANS OR AS PER STANDARD DETAIL SD-600.  WITH THE APPROVAL OF THE ENGINEER AND THE CITY OF TUCSON WATER DEPARTMENT, THE CONTRACTOR MAY USE CONCRETE THRUST BLOCKING IN LIEU OF MECHANICALLY RESTRAINED JOINTS.  CONCRETE THRUST BLOCKING SHALL COMPLY WITH STANDARD DETAIL SD-610. 16.	MARKING TAPE: MARKING TAPE: IF ANY EXISTING DETECTABLE MARKING TAPE IS DISTURBED OR DESTROYED DURING CONSTRUCTION, THE CONTRACTOR SHALL FURNISH AND INSTALL APPROPRIATE NEW TAPE.  THERE SHALL BE NO ADDITIONAL CHARGE FOR THIS REINSTALLATION. 17.	CORROSION CONTROL: CORROSION CONTROL: THIS PROJECT HAS CORROSION CONTROL/MONITORING WORK INCLUDED AS PART OF THE CONTRACT.  THE CONTRACTOR SHALL PROVIDE ALL SUBMITTALS, COMPONENTS AND REPORTS OF THE CORROSION WORK AS CALLED FOR ON THESE PLANS AND IN THE SPECIAL PROVISIONS. 18.	TRACER WIRE: TRACER WIRE: THIS PROJECT WILL HAVE TRACER WIRE INSTALLED.  IF ANY EXISTING TRACER WIRE IS DISTURBED OR DESTROYED DURING CONSTRUCTION, THE CONTRACTOR SHALL FURNISH AND INSTALL NEW TRACER WIRE TO REPLACE THE EXISTING.  THERE SHALL BE NO ADDITIONAL CHARGE FOR THIS REINSTALLATION.  THE TRACER WIRE SHALL BE CERTIFIED BY A LICENSED ELECTRICAL CONTRACTOR FOR CONTINUITY PRIOR TO FINAL ROADWAY PAVEMENT.  FINAL ACCEPTANCE WILL NOT BE GRANTED UNTIL CERTIFICATION IS RECEIVED BY TUCSON WATER. 19.	PVC PIPE DEFLECTION: PVC PIPE DEFLECTION: A.	THE CONTRACTOR MAY NOT DEFLECT PVC PIPE AT BELL & SPIGOT GASKETED THE CONTRACTOR MAY NOT DEFLECT PVC PIPE AT BELL & SPIGOT GASKETED JOINTS OR AS LONGITUDINAL BENDING IN THE PIPE SEGMENT. B.	THE CONTRACTOR SHALL ONLY DEFLECT PVC PIPE AT DUCTILE IRON THE CONTRACTOR SHALL ONLY DEFLECT PVC PIPE AT DUCTILE IRON BENDS/FITTINGS PROVIDED THE DEFLECTION DOES NOT EXCEED MANUFACTURER'S ALLOWABLE DEFLECTION. 20.	RECLAIMED WATER DISPOSAL: RECLAIMED WATER DISPOSAL: DISPOSAL OF RECLAIMED WATER RELEASED DURING CONSTRUCTION PROJECTS MUST BE TO AN IDENTIFIED SEWER MANHOLE.  IN CASES WHERE THIS IS NOT POSSIBLE, THE RELEASED RECLAIMED WATER NEEDS TO BE COLLECTED IN A LINED PIT AND TRUCKED TO WHERE IT CAN BE DISCHARGED (A GOLF COURSE LAKE, A WASTEWATER TREATMENT PLANT OR OTHER APPROVED LOCATION). 21.	LEAD FREE LEAD FREE THE CONTRACTOR SHALL FURNISH AND INSTALL ALL PIPE FITTINGS, APPURTENANCES OR ANY OTHER MATERIALS TO BE IN CONTACT WITH POTABLE WATER IN ACCORDANCE WITH THE LEAD-FREE REQUIREMENTS DEFINED BY THE "REDUCTION OF LEAD IN DRINKING WATER ACT OF 2011" AMENDING SECTION 1417 OF THE SAFE WATER DRINKING ACT. 22.	FIRE HYDRANTS FIRE HYDRANTS COORDINATE ANY REMOVAL OF OLD LOCKS AND INSTALLATION OF NEW LOCKS WITH THE TUCSON WATER CONSTRUCTION INSPECTOR FOR ALL FIRE HYDRANTS WITHIN THE PROJECT AREA.
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